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Trunking

Electrical unit

 Tube

Louvers Raster

Refector

Step 1
Remove Old Part

B

A

Size C(mm)

40

Size A(mm)

1500

Size B(mm)

65

Model  NO.

TECTON T5

C



Tecton Retrofit Installation Manual

Seting the wattage

Step 2
Mounting Luminaire 

Pull the drawbar

Philips
 65W

Pin 1

ON ON 350mA

ON OFF 300mA

OFF ON 250mA

OFF OFF 200mA

Pin 2 Current

60W

50W

42W

32W

Wattage

  The installation and connection of the luminaire must be done
when power switched off and by qualified people.

Make sure no electrical power during installation .

Max current should not exceed 16A in one power feed in circuit.

Safety notes:
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select phase L1/L2/L3

Make sure male & female connectors in right 
position then fix the led moduile to trunking 

Pull the drawbar
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